




OSDF Cell Cap Post Closure Inspection Checklist 
Date of Inspection:  December 18, 2006   Weather  Conditions: Cloudy, cool, misty  

Time of Inspection:  1:00 PM    Temperature: 59 °F   Wind Speed (Miles per hour) and Direction:   

Inspection By:  SM Stoller, Fluor Fernald, Tetra Tech, OEPA,      Transect Direction**:  North/South    
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Inspection Component 

 
Condition for Each Cell Cap 

A* or U* 
Comments Addressed 

 1 2 3 4 5 6 7 8   
1.  Entrance Road/Monitoring Access Road        

1A. Verify entrance gate, lock and signage are intact and 
in good working order. 

 
A 

       
A 

  

1B. Verify that access gates are locked to prevent 
unauthorized entry. 

 
A 

       
A 

  

1C. Visually observe condition of access road for signs of 
erosion, ruts, standing water, proper drainage and excess 
vegetation. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

1D. Verify that access road surfacing, cross slope, 
reflectors, and signage are intact and in good condition. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

2.  Chain Link Fence and Signage        
2A. Walk length of fence and ensure fence, posts, etc. are 
intact and in good condition.  Ensure that gates are 
closed/locked to prevent unauthorized entry. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

2B. Verify that the proper signage is intact and in good 
condition at the following locations: Restricted Access; 
Certified Area; and Restored Area. (Some signs not 
installed at this time). 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

2C. Check for vegetation growing over fences, barricades, 
signs and any noxious vegetation per State of Ohio 
Regulations (attached) and invasive plants growing on or 
around OSDF perimeter. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

3.  Surface Water Management        
3A. Check integrity of drainage channels around OSDF for 
erosion or debris restricting water flow (see attached map).  
Build up of debris/sedimentation in drainage ditch is not to 
exceed 6 inches. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

3B. Visually check the integrity of rip-rap in drainage 
channels for signs of deterioration or removal of rock. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

3C.  Visually check for the presence of woody vegetation 
growing in drainage channels and in rip-rap 

 
U 

 
U 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

Woody vegetation is present in the north 
and east (north end) drainages and needs 
to be removed by hand or by chemical 
means.   

Will 
address in 
the spring.   

3D. Visually check the integrity of run-on and run-off 
control features including: Ditch checks, Gravity Inlet 
structures, and Culverts. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 
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*A = Satisfactory *U = Unsatisfactory (comments required)  *N = Not inspected  
** Transect Direction should alternate each inspection (North to South & East to West)                                         
 
 

Inspection Component 
 

Condition for Each Cell Cap 
A* or U* 

Comments Addressed 

 1 2 3 4 5 6 7 8   
4.  (A) Final Cover        

4A. Walk cover and side slopes in 25-ft (+/- 5-ft) transects 
and visually inspect for the following items:** 

          

4A1.  Inspect erosion rills/channels.  Flag any observable 
rills/channels greater than 3 inches wide and 6 inches 
deep or excessive erosion. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
U 

Cell 8, west, 6:1, several large rills/holes 
need to be filled in with soil and re-seeded. 

Awaiting 
better soil 
conditions. 

4A2.  Any observable depressions, settlement/subsidence, 
slumping or desiccation cracks.  Flag any observable 
depressions, slumps, settlement/subsidence or 
dessication cracks. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
U 

Cell 8, west, 6:1, depressions created 
during construction activities need to be 
filled in with soil or leveled out and re-
seeded. 

Awaiting 
better soil 
conditions. 

4A3. Any ponding or standing water.  Flag any standing 
water. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

4A4. Evidence of burrowing animals or other bio-intrusion.  
Flag any observable evidence of bio-intrusion. 

 
U 

 
U 

 
U 

 
U 

 
U 

 
U 

 
A 

 
A 

Cell 4, west, 6:1 and top, large ground hog 
openings need filled in and reseeded. 
 
The presence of moles or similar burrowing 
animals is very evident over most of the 
cells.  Large mounds are present on caps 1 
thru 6. 

Awaiting 
better soil 
conditions. 
 

4A5. Evidence of vehicle traffic on the OSDF cap. A A A A A A U U Cell 7, west, 6:1, tractor tire tracks from 
driving on cell cap immediately following 
cover completion (2 locations). 
 
Cell 8, west, damage from vehicle tires 
during construction. 

Awaiting 
better soil 
conditions. 
 

4B.  Walk toe of slope and visually inspect for the 
following: 

          

4B1. Evidence of settlement/subsidence, erosion, and 
seepage.  Flag any observable evidence of 
settlement/subsidence, erosion, or seepage. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

4B2. A 20-ft corridor at the toe for the presence of woody 
vegetation, siltation, and/or biointrusion.  Flag any woody 
vegetation, siltation, and/or biointrusion. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 
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Inspection Component 
 

Condition for Each Cell Cap 
A* or U* 

Comments Addressed 

 1 2 3 4 5 6 7 8   
4B3. Condition of rip-rap.  Flag any observable 
abnormalities. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

4C. Inspect toe at final cover for evidence of freezing or 
siltation.  Flag any observable abnormalities. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

4D.  Walk cover and side slopes in 25-ft (+/- 5-ft) transects 
and visually check vegetative cover for the following: 

          

4D1. General health of grass cover and signs of stressed 
or dead grass should be noted. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

4D2. Adequate grass coverage/density with no bares 
spots greater than 3-ft in diameter.  Flag any bare spots 
greater than 3-ft in diameter.  Any areas with questionable 
vegetative coverage will be sampled for percent cover and 
type of vegetation using meter-square quadrats.   

 
 

U 

 
 

U 
 

 
 

U 

 
 

A 

 
 

A 

 
 

A 

 
 

U 

 
 

U 

Cell 1, north, bare area needs seeded. 
Cell 2, top, bare area needs seeded. 
Cell 3, east, 6:1, 2 areas need seeded. 
Cell 7, east, 6:1, areas needs seeded. 
Cell 8, east, 6:1 areas need additional seed. 

Awaiting 
better soil 
conditions. 

4D3. Inspect the cover for the presence of woody 
vegetation (i.e., trees or shrubs) or noxious/invasive plants 
growing.  Flag any woody and/or noxious/invasive 
vegetation for removal/herbicide. 

 
 

A 

 
 

U 

 
 

A 

 
 

U 

 
 

U 

 
 

A 

 
 

A 

 
 

A 

On several cells, dormant thistle containing 
seeds need to be removed by hand.  In 
some places rosettes are sprouting. 

Partially 
addressed.  
Will 
complete 
this spring. 

4E. Visually inspect locations where Cell 1 monitoring 
equipment and infrastructure has been removed.  Check 
for settling of fill material.  Check for adequate vegetative 
cover. 

 
 

U 

       East side, 6:1, one area needs repair.  
Additional soil and seed is necessary. 

Awaiting 
better soil 
conditions. 

5.  Groundwater Monitoring Wells           
5A. Visually inspect all groundwater wells for damage and 
integrity of well infrastructure. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

5A1.  Groundwater Monitoring Wells A A A A A A A A   
5A2.  Horizontal Monitoring Wells  A A A A A A A A   

*A = Satisfactory *U = Unsatisfactory (comments required)   *N = Not inspected 
** Transect Direction should alternate each inspection (North to South & East to West)
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Inspection Component 
 

Condition for Each Cell Cap 
A* or U* 

Comments Addressed 

 1 2 3 4 5 6 7 8   
6.  Miscellaneous           

6A. Visually inspect the integrity of survey benchmarks.  
Flag/note any abnormalities. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

6B.  Visually inspect the integrity of the perched water 
interceptor trench (once installed).  Note any 
abnormalities. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

6C.  Visually observe/inspect the corridor 50-ft outside of 
OSDF for signs/evidence of land use changes, 
settlement/subsidence, erosion, standing water, 
encroachment, livestock grazing or noxious vegetation.  
Note any changes/abnormalities. 

 
 

A 

 
 
A 

 
 
A 

 
 
A 

 
 
A 

 
 
A 

 
 
A 

 
 

A 

  

6D.  Visually inspect all infrastructure for any act of 
vandalism. 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

 
A 

  

6E.  List any other observations not listed above. U U A U A U A U Cell 1, rock pile and buried plastic. 
Cell 2, east, large piece of concrete needs 
removed.  Soil and seed are needed to 
repair hole. 
Cell 4, east and top-west, piles of rocks. 
Cell 6, west and top, piles of rocks. 
Cell 8, west side needs staples in several 
areas. 
Cell 8, east, rock pile. 

Jan. 2007 
Need Gator 
to haul 
concrete 
Jan. 2007 
Jan. 2007 
Jan. 2007 

 
Jan. 2007 

*A = Satisfactory *U = Unsatisfactory (comments required)   *N = Not inspected 
** Transect Direction should alternate each inspection (North to South & East to West) 

 
REFERENCE SOURCES FOR POST CLOSURE OSDF INSPECTIONS

 
1. Post-Closure Care and Inspection Plan, On-Site Disposal Facility 
2. On-Site Disposal Facility Technical Specification #’s 02831, 02270, 02271, and 02930 
3. On-Site Disposal Facility Drawing #’s 90X-5500-E-00851 and 90-5500-G-00577 
4. Construction Drawing # 90X-6000-G-00073 
5. Phase III Drawing #’s 90X-6000-G-00302 and 90X-6000-G-00310 
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On-Site Disposal Facility 
Inspection Report

December 2006

OSDF 
12/06 Image

8198-2
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East Face Cell 1

West Face Cell 1

6319D-5290

6319D-5295
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North Face Cell 1

North Drainage (looking east)

6319D-5292

6319D-5291
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East Face Cell 2

West Face Cell 2
6319D-5296

6319D-5289
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East Face Cell 3

West Face Cell 3
6319D-5297

6319D-5288
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East Face Cell 4

West Face Cell 4
6319D-5298

6319D-5287
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East Face Cell 5

West Face Cell 5
6319D-5306

6319D-5286
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East Face Cell 6
6319D-5285

6319D-5305

West Face Cell 6
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East Face Cell 7
6319D-5284

6319D-5304

West Face Cell 7
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East Face Cell 8
6319D-5283

6319D-5303

West Face Cell 8
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South Face Cell 8
6319D-5281

6319D-5302

South Drainage (looking west)
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East Drainage Cell 4 (looking south)

6319D-5301

6319D-5300

East Drainage Cell 1 (looking south)
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West  Drainage Cell 4 (looking south)

6319D-5299

6319D-5293

West Inner Drainage Cell 1 (looking south)
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West Outer Drainage Cell 1 (looking south)

6319D-5294


